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Utility or Luminaire
pole. See Note 7

Pole face,

8' clear or 5'-8"
Water meter or electric

w/curb

nearest hydrant prOJectvon

<or telephone service boxes

Road R/W or PUE
é/ Fire hydrnn/

.

Shoulder area
- At o

5

5'-0" clear
See Note 7
-~
Edge of pcvement
or Face of Curb
NON-SIDEWALK AREAS
Utility or 4'-0" clear to
Luminaire nearest projection
pole 1-6" clear to — Curb return
Various Utiity Boxes —— nearest projection )
Pole face \ ) Curb face/
Teg" cleor—/ 16" cleor Flush type valve cover
for all boxes COMMERCIAL AREA
Utility or
L e
Pgre\molr Back of sidewalk
1-6" clear to
nearest projection. )
Pole e ;
face, ‘ : / Planter Stri 4
'/ Utnllty box / / Mldth vorlelsp /‘ 7f
ey
L 4 1 1
1- 6'('cleor / 1* 6" Curb Foce 7
RESIDENTIAL AREA -1 Curb return
Utility or With Planter Strip
Luminaire
pole
i 12" CIr to nearest
Road R/W or PUE hydrant projection Fire hydrant
Ih, 1/ _\
Y~ P Back of e)ustlng or
Utility box ill future sidewalk
~——7 )
5'-8" CIr T _! > -

)
Curb face ”

RESIDENTIAL AREA -2

Sidewalk width varies
with jurisdiction.

Sidewalk adjacent to curb

Curb return
R

Back of sidewalk

See Note 4

See Note 4
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The Coun
shall not be responsible for the accuracy
comple

of Contra Costa or Its offlcers or agents'
or
leteness of electronic coples of tHs plan sheet.

Weakened Plane
Joint (Typ)

R/W
45 J
4 Min
See Note| 6 /
7 5 r
r— Utility pole
/\v I

1-6" Min
to 2' (Max) kCurb face

NOTES:

SIDEWALK IMPROVEMENTS

See Note 3

FBuck of sidewalk

by the County. Ang
approved by the

2. Width of sidewalk and planter strip vary.
See specific project plans for widths.

3. Detail to be used when new sidewalk is
installed and utility relocation is not
possible, and approved by the Public

Works Department.

Uity

///4

or commercial areas.

frontage is optional with

Y

‘\ Curb face

and other utilities.

Area of sidewalk to remain clear of all

utilities, including boxes, unless approved
by the Public Works Deportment

Alternate utilit
Public Works

locotion as approved by the
epartment. Prefered location is

behind the back of sidewalk as shown for
Residential Area - 2.

See Note 4

All distonces shown are minimums established
exceptions must be
ublic Works Department.

4. No utility boxes or above ground
utilities shall be installed in the
sidewalk area between the B.C. ond E.C.
of the curb return in either residential

5. Positioning of facilities along the street

involved and may be adjusted os
required to avoid driveways, lot development,

6. With approval by the Public Works Department
this dimension may be reduced to 3'.

As rights of way allow, utility poles shall be set
back ‘os far from the roadway as possible.
The minimum being 5' from edge of
pavement, not traveled way. Locating poles
ond luminaire on the outside of curves shall
be avoided whenever possible.

the utility
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